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DEMOLITION PLAN GENERAL NOTES:

1. PROVIDE DUSTPROOF PARTITIONS AS REQUIRED TO ACCOMPLISH WORK WITH
MINIMUM DISTURBANCE TO FUNCTIONS OF ADJACENT AREAS. RETAIN AND
MODIFY EXISTING WALLS OR PARTITIONS AS APPROPRIATE TO SERVE AS
DUSTPROOF PARTITIONS.  MAINTAIN ALL EXISTING SERVICES IN ADJACENT

FLOOR PLAN GENERAL NOTES:

1. EXISTING FIREPROOFING THAT MAY BE DISTURBED OR REMOVED IS TO BE
REPAIRED OR REPLACED BY CONTRACTOR.

2. CONTRACTOR IS RESPONSIBLE FOR COORDINATING SHUTDOWNS WITH OWNER.
ALL WORK IS TO BE COMPLETED ON WEEKENDS OR OFF—HOURS

GG FF EE DD CcC BB AREAS OF THE BUILDING DURING THE PROJECT. MAINTAIN ALL EGRESS 3. CONTRACTOR IS RESPONSIBLE FOR MAKING SMOOTH, FLAT TRANSITIONS
AND FIRE RATING REQUIREMENTS. BETWEEN DIFFERENT FLOORING MATERIALS.
4, CONTRACTOR TO PATCH AND REPAIR ANY SURFACES DAMAGED BY
2. GENERAL CONTRACTOR SHALL COORDINATE ALL DEMOLITION WORK, PHASING
AND SEQUENCING WITH THE OWNER. CONSTRUCTION, SEAL ALL PENETRATIONS SIMILAR TO ADJAGENT.
5. PATCH AND REPAIR INTERSTITIAL FLOOR AS REQUIRED. SEE DETAIL 2/AI001.
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